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ODbjectives

AUnderstanding role of CRA, the local municipality (AHJ) and Bureau of
Fire Services (BFS)

AAdopted codes being used by BFS plan review and inspections
ADefine different types of Cannabis occupancies

ADevelop knowledge of Cannabis processes

ARecognize hazards associated with each Cannabis occupancy
ARecognize most common code violations
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Cannabis Regulatory Agenc&yRA

ACRAc lots of info on website www.michigan.gov/CRA

AEnacted new Marijuana Rules in July 2020

ARules consist of 10 categories
AMarijuana Facilities and Operations is the one with Building Rules

and BFS Rules
ARecognize hazards associated with each Cannabis occupancy

ARecognize most common code violations
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http://www.michigan.gov/mra

Bureau of Fire Services Enforcement:

AMarijuana Operations, rule set
A420.208, Building and Safety

ARule 8 (4) requires BFS to perform Plan Review of ceCmmabis
facilities and to do serrannual inspections of all licens€ihnnabis
facilities.
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CRA Schedules BFS Inspections for the following:

AProvisioning Centers (Medical Licenses) / Retailers (At
Licenses)

ASecured Transporters
ASafety Compliance Facilities
ATemporary Marijuana Events (Festivals)
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PLAN REVIE§NCannabi®ivisim

AAdam Dailide DailideA@Michigan.gafPlan Reviewer)

ARobert Stewart StewartR@Michigan.gdqPlan Reviewer)
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Plan Review Basics

AFacility Plans to be Reviewed for Fire & Life Safety by BFS and Local AHJ
A Grow
A Outdoor Grow
A Processor
A Micro Businesses
A Consumption Establishments

APublications
ANFPA 1, 2018
ANFPA 101, 2018
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Plan Review Pitfalls

ACommon Path of Travel
ASprinkler System
ASeparation

AExtraction Rooms
AAisles

Alnterior Finishes

ACO2 Enrichment
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ACOMMON PATH OF TRAVEL

A3.3.66 Common Path of Travel.
The portion of exit access that
must be traversed before two
separate and distinct paths of
travel to two exits are available.

AURFALINAY 1t SR pn
Al LINAY 1t SR mMnng

Plan Review Pitfalls

Common Path of Travel

* POINT AT WHICH A CHOICE OF
2 EXITS BECOMES AVAILABLE COMMON PATH OF TRAVEL

DEAD END
SECTION

COMMON PATH OF TRAVEL
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Plan Review Pitfalls

ASPRINKLERS

ANew industrial occupanciesther than lowhazard industrial occupancies,
shall be protected by an approved automatic sprinkler system in accordance
with NFPA 13 in any of the following locations.

AThroughout all industrial occupanci8r more stories in height
AThroughout all industrial occupancies exceedi@g00 sq. ft. in fire area

AWhere the total area of all floors, including mezzanieseeds 24,000
sq. ft.
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Plan Review Pitfalls

ASEPARATION

AThe Occupancy of buildings or portions of buildings where the growing or
processing of Marijuana occurs shall be in accordance with Chapter 6 and the
applicable building code.

A Extraction Rooms will be considerbdiustrial ¢ Special Purpose

A Separate the Extraction room with aKL2 dzNJ T A NB Separiled S NJ dza A V' :
Occupancy
Al 2YLIt & gA0K GKS Y2340 NBAOGNRAROUGA ®iRd NI |j dzA
Occupancy
A Provisioning Centers are considered Mercantile and requird@L2 separation
from Industrial (Grow and Processor)
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Plan Review Pitfalls

AEXTRACTION ROOMS

AFor other than CO2 and
nonhazardous extraction process,
the Marijuana extraction |
equipment and process shbié
located ina room of
noncombustible construction
dedicated to the extraction
process and the room shall not be
used for any other purpose.
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Plan Review Pitfalls

1 EX

AEXTRACTION ROOMS

A For extraction rooms usinfgazardous
materials, each room shall be
provided with at least one exit access
door complying with the following:

A The door shall :

A swing in the direction of egress
travel

A be provided with a seitlosing or
automatic closing device

A be equipped with panic or fire exit
hardware
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Plan Review Pitfalls

AAisles

A(14.8.3.4.1.1)
A For NewExit Accese ¢ €
A For Existindexit Access y €

AEXCEPTION
AExitAccesb 20 Y2 NB UKL
Amy ¢ GARUK X oyt J )
AHy ¢ BH6AROK X oyé JI62@S

ANOTE: The code aJso says that in an xiinrgg builéirig Acceswidth
aKFItft y2u 0SS t Saa uKFI HY €

~ N\ o ~ o \

C LJA 2L S y20 SEOSSH
f 22 SNJ
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Plan Review Questions
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Types ofCannals Facllities

AGrowers

AProcessors

AProvisioning Centers

ASafety Compliance (Testing Labs)
ASecured Transporters
AMicrobusinesses

ADesignated Consumption
Establishments
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Grow Facillities

AClassified as a general industrial occupancy (NFPA 1, 2018)
A Required 2hour separation from Mercantile or Business
A Plan review required by BFS and local AHJ

A Rooms broken down to different operations:
A Flower, veg, clone, and mother rooms

A Must have Certificate of Occupancy from AHJ
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Hazards of a Grow/CO2 Enrichment

A C02 enrichment usually less
than 2000 ppm

A Can be piped in from outside
bulk tank

A Portable tanks
A CO02 burners

A Supplied from building
mechanical equipment
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Hazards of a Grow/C0O2 Enrichment

A C02 monitoring set at 5000 ppm : . i

A Audio or visual alarm notification in room
or area of use or storage

A NFPA 704 placarding on entrance doors
to rooms and on exterior doors

A C02 warning signs on entrance doors to
grow rooms

A Auto calibrating and selferoing shall be
prohibited ® = -
A Monitoring device located no higher than = St
12 inches above floor S8

AIf cylinders are used, they need to be
secured
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AExterior Bulk Storage ~ ACO2 Burner CO2 Generator
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CO2 Monitoring
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